




1. Vault #24 is in a precarious position from the track system, is there a design 

recommendation as to how to install UG conduits to the vault and electrical tracing from 

the piping shroud to the terminal box or into the vault? 

a. RESPONSE: Heat tracing conduit route is clarified on details added to sheet E501 

this Addendum #2. 

3. QUESTION: ALTERNATE 2 - LIGHT POLES: 

a. The existing lighting poles currently have seal-tite leaving an enclosure and running 

underground penetrating the side of the light fixture poles. Is it the intent of this bid 

package to simply disconnect the existing seal-tite and re-connect it in the same fashion 

to the new lighting fixtures poles? 

a. RESPONSE: Yes, the intent is to reuse the existing cable and conduit. 

b. Explain what is meant by the note on drawing E-301 as abandon existing wiring, note 

appears between Vault 6 & 7? 

a. RESPONSE: This note identifies the location of abandoned underground electrical 

power and signal wires. 

c. What is to be done with the existing light poles if ALT #2 is accepted? 

a. RESPONSE: If Alternate #2 is accepted the existing light poles to be removed 

become possession of the Contractor. The Contractor shall remove the light poles 

from the property. 

4. QUESTION: MISCELLANEOUS 

a. Is this project fully funded or is the current purpose to provide budgeting? 

a. RESPONSE: This is a publicly bid project with available funding. The State reserves 

the right to reject any and/or all bids. 

b. Is there a limit of on-site working hours, Monday through Friday, can we work Saturdays, 

8 or 10 hours per day? 

a. RESPONSE: Working hours are Monday through Friday 7am - 7pm; excluding 

State Holidays. 

c. Is there a potential project award date and what would be the timing for the project 

execution? 

a. RESPONSE: As per the Instructions To Bidders, bids may not be withdrawn without 

written consent of the Director for a period of 60 days after bid opening. As 

conditions and State processes allow, bids are typically acted upon within the 60 

day time period. Please refer to modifications to the Notice To Bidders contained 

in Addendum 1 for construction time period including completion date, and 

starting date for on-site work. 



11/20/2020 

Addendum 2 

Page 2 

SPECIFICATIONS 

22 2113 - HYDRONIC PIPING 

1. Remove in its entirety paragraph 3.6.A and sub-paragraph 3.6.A.1. 

2. Replace paragraph 3.6.A and sub-paragraph 3.6.A.1 with the following: 

A. Fill systems that have antifreeze. or glycol solutions with the following concentrations and 

P-ro ertie :I 

1. Glycol Cooling-Water Piping: Minimum of 5 percent propylene glycol iwith a freezing 

1 oint of -18 F or lower. 

DRAWINGS 

MP301 -MECHANICAL AND PLUMBING UPPER TRACK PLAN AND PROFILE 

1. Add the following general note #2: 

CALL 4 7 7 FOR A UTILITY LOCATE PRIOR TO DIGGING OR ANY UNDERGROUND 

CONSTRUCTION ACTIVITY. PROTECT ALL EXISTING BURIED UTILITIES FROM DAMAGE. 

MP302 -MECHANICAL AND PLUMBING MIDDLE TRACK PLAN AND PROFILE 

1. Add the following general note #2: 

CALL 4 7 7 FOR A UTILITY LOCATE PRIOR TO DIGGING OR ANY UNDERGROUND 

CONSTRUCTION ACTIVITY. PROTECT ALL EXISTING BURIED UTILITIES FROM DAMAGE. 

MP303 -MECHANICAL AND PLUMBING LOWER TRACK PLAN AND PROFILE 

1. Add the following general note #2: 

CALL 4 7 7 FOR A UTILITY LOCATE PRIOR TO DIGGING OR ANY UNDERGROUND 

CONSTRUCTION ACTIVITY. PROTECT ALL EXISTING BURIED UTILITIES FROM DAMAGE. 

E301 -ELECTRICAL UPPER TRACK PLAN AND PROFILE 

1. Add the following general note #12: 

CALL 4 7 7 FOR A UTILITY LOCATE PRIOR TO DIGGING OR ANY UNDERGROUND 

CONSTRUCTION ACTIVITY. PROTECT ALL EXISTING BURIED UTILITIES FROM DAMAGE. 

E302-ELECTRICAL MIDDLE TRACK PLAN AND PROFILE 

1. Add the following general note #12: 

CALL 4 7 7 FOR A UTILITY LOCATE PRIOR TO DIGGING OR ANY UNDERGROUND 

CONSTRUCTION ACTIVITY. PROTECT ALL EXISTING BURIED UTILITIES FROM DAMAGE. 
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E303-ELECTRICAL LOWER TRACK PLAN AND PROFILE 

1. Add the following general note #12: 

CALL 411 FOR A UTILITY LOCATE PRIOR TO DIGGING OR ANY UNDERGROUND 

CONSTRUCT/ON ACTIVITY. PROTECT ALL EXISTING BURIED UTILITIES FRO/11 DAMAGE. 

E501 -ELECTRICAL SCHEDULES AND DETAILS 

1. Replace this sheet in its entirety with the attached sheet of the same name. 

END 
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LIGHTING FIXTURE SCHEDULE 

MOUNTING LED LAMP 

TYPE HEIGHT Lumens 
COLOR/ Lumens VOLT 

LOOPS 

REINFORCING -----✓ 
-':fP� 

BARS 

[] © 2' O" 

PLAN VIEWUSE SONOTUBE FORM 
NOT TO SCAl.fABOVE GRADE AND EXTENDONLY (1) ENCLOSURE 

TO 12" BELOW GRADE. □SUPPORT REQUIRES 3/4" CHAMFERGROUNDING #6 GROUNDING WIRE ALL AROUND 
ANCHOR BOLT (2) 

TYPE TYPE DESCRIPTION 

L1 POLE MOUNlED AREA DIE-CAST ALUMINUM; THERMOSET POWDER COAT; DISTRIBUTION 

LIGHT TYPE 3 MEDIUM; 70 CRI: UNIVERSAL DRIVER. ROUND POLE ADAPTER 
FINISH - DARK BRONZE 

NOTES 
1. CONTRACTOR TO VERIFY FIXTURE MOUNTING REQUIREMENT TO EXIS17NG CONCRElE POLE BASE PRIOR TO PURCHASE. 
2. PROVIDE (1) 30' TALL ROUND TAPERED ALUMINUM POLE WITH A SINGLE 4' UPSWEEP MAST ARM AND HANDHOLE. 

BOLTS POLE SHALL BE CAPABLE OF WITHSTANDING SOMPH WINDS WITH 30% ADDrTIONAL GUST FACTOR 
ADD ALTERNATE #2: REPLACEMENT OF LIGHT POLES AND LIGHT FIXTURES DESCRIBED IN FIXTURE SCHEDULE ABOVE SHALL BE INCLUDED ONLY IF ADD ALTERNATE 2 IS ACCEPTED. 

i�-- ---

MIN. BOLTED TO (1) ENCLOSURE 
PER SUPPORT LEG SUPPORT LEG EXPOSED CONCRETE □SHALL HAVE A HAND 

I 
FINISHED GRADE 'lfJ='lf='l!f

II II RUBBED FINISH.
I IL-'[I I 

□
□
□

11 II ,..11 I I., II•f II I 
�I 11 11 II Il l. FINISHED GRADE11 II 

:: 11 
11 �r...fl111 □ 

#6 BARE COPPER 1f " I " ..11 II l11 l,GROUND IN 1/2" PVC II II1 �r
II ..-*l 

:: 1E u I 
EXOTHERMIC II :: I· 

- ll ,,,,,,,- CONNECTION I1I1 I I I I ::t.,..-11ILf FINISHED 
� n 11 11 n ' lL.---- (8) #5 REINFORCED GRADE

if 11 11 1 

11 11 II II BAR 
II II 11 .JI.� 5/8" x 1O' COPPER CLAD :: " 1rii': n ,i•1,:t----- #4 SPIRAL WITH 6"STEEL GROUND ROD. 1�- n
� ,, 11 '! � PITCHMINIMUM 2'-0 BELOW II 11 II �n 

GRADE (3) #4 LOOPS ON!! lkf :: i,ir.,aaiaa.& 2" CENTERS TOPUSE 4000 LBS. 7 DAY1' 6'' AND BOTTOMSTRENGTH CONCRETE JL__ 
FOR BASE. ----- 3" CLEARANCE TOP, 

SIDES AND BOTTOM 

WATT NOTES 

430 1.2 Ap r?ntt�r8
MANUFACTURERS 

CRI /Watts 

ARM 30' 49,000 4 000K. >110 480 LITHONIA D-SERIES, 
>70 1PH BEACON MATRIX SERIES. 

COOPER GLEON SERIES 

COLOR TO MATCH LIGHT FIXTURE. PROVIDE BASE COVER PLAlE WHICH COVERS POLE BASE AND ANCHOR 

(1) CONDUIT-� 
FROM PANEL LP 

TO HEAT 

EAT TRACE CONTROL ENCLOSURE SUPPORT DETAIL EAT TRACE CONTROL PANEL DETAIL October 30, 2020 

STAINLESS STEEL 
SHROUD, TYP ---- REVISIONSHEAT TRACE 

CABLE, TYP NO. DATE DESCRIPTION.COOLING 
PIPING, TYP 11/24/2020 ADDENDUM #2HEAT TRACE POWER 

CONNECTOR, TYP 4 

FOLD 1" BASE 
PLATE LIP OVER 
TOP SHROUD BASE PLATE BELOW 

LENGTH OF 
'�10 

.. .-· · oUa'cJU
0BASE PLATEE 1/2" DIAMETER X 1" LONG 

"..I.... -� • . " ...•\ SLOTTED HOLE IN BASE tf8 
CONCRETE PADPLATE, TYP. 3 co = : :·o�'l,�C',q,(li:� 

. . ... . otJlo"QO'o ,5 o 

TOP SHROUD l -----------h,- 0 0 0,,,..,,,-..-11;;;::. '00TOP SHROUD 

CLOSE OPEN END OF TOP SHROUD WITH 
STAINLESS STEEL SHEET METAL. RIGHT DESIGNED BY CERTIFICATION 

Services 

5975 Castle Creek Parkway N Drive, Suite 300 • lndi�napolis, hdiaria46250 
Toi: 317.810.4141 • fax: ll7�1U4l40 • WI/W.applled-o-s.com 

OWNER 

Department of Natural 

Resources 
Division of Engineering 

402 W. Washington Street, Room W299 

Indianapolis, IN 46204 

PROJECT 

Pokagon State Park 

(3) CONDUITS TO Toboggan Run Piping 
HEAT TRACE UpgradesCABLES 

Public Works Project No. 

(3) CONDUITS ENG2003780646 

TRACE RTD'S 

Construction Documents 

0 APPROXIMATE HEIGHT. SIDE SHALL BE CLOSED WHERE INSTALLED
<( 

(/) 
COORDINATE WITH HEAT TRACE "' 1 1/4" 1 114,, ON THE NORTH TRACK. LEFT SIDE SHALL 

w POWER CONNECTOR SIZE INDICATED BE CLOSED WHERE INSTALLED ON THE g, NDL 
0 4 3/4"

ON APPROVED EQUIPMENT NORTH TRACK. BURIED POWER AND
"' SUBMITTAL. MODIFY HEIGHT TO CONDUIT WITH q; CONTROL CONDUITS 

CHECKED BY 
Q_ CONTROL CIRCUIT TO 
� 

ALLOW SPACE FOR ALL 3,, 1'-0" 1/2" DIAMETER X 1" LONG RTD. INSTALL RTD IN TO HEAT TRACE PANEL
� 

n 
COMPONENTS HOUSED INSIDE ?A�T_:N�o 

_____,__--a I. .I SLOTTED HOLE IN STAINLESS STEEL n LDH
<( 

ADDITIONAL COST TO OWNER. -z SHROUD. TYP. 3 TRACK SHROUD. SEE DETAIL "D - HAND "I APPROVED BY 
<( 

RIGHT VIEW PLAN VIEW SECTION VIEW 
PROTECTOR SHROUD DETAIL" 
THIS SHEET, TYP 2.

:,: NOTCH TOP SHROUD AND BASE PIPING, TYP 
z HEAT TRACE POWER CONNECTOR. TYP 4.

PLATE TO ALLOW SPACE FOR
"' TWO RUN CONNECTOR SHOWN. WHERE HEATTRACK SHROUD AND PIPE GUIDESz TRACE RUNS IN TWO DIRECTIONS PROVIDE 
<( COOLING PIPE 19-110"' TEE KIT TO SPLIT INTO TWO HEAT TRACE"' HAND PROTECTOR RUNS. A SINGLE RUN POWER CONNECTOR0 SHEET TITLESHROUD 
0 MAY BE USED WHERE HEAT TRACE RUNS IN A 
f- EXISTING STAINLESS // SINGLE DIRECTIONSTEEL TRACK SHROUD"' 
<( /

T- -T-/ -w � o= d}
===== == ==================================== ::0 ELECTRICAL- ----'- ---, - ---

Q_ 

1---
7 

·7 -7 -/---1 ---�np::::i:f:= == ==================================== ::oz r==I:-== ====,-===--===� ==¾===.:I0 == ::0 SCHEDULES AND
-

t;; 

"' 
,2 c================= ==*== =r�-==r�-=r-/ - ==t=== ========== = ==================================== o 

SECTION VIEW LOOKING WEST ------------------ ==:=� C- ==��===c= 00 0 DETAILS
I Q_

0 "' 
(l'. z

0 NOTES; 
(0 <( 

1. FABRICATE HAND PROTECTOR SHROUD, INCLUDING TOP SHROUD AND BASE PLATE, WITH
"" 0

0 16GA STAINLESS STEEL SHEET METAL. SHEET NUMBER- --}-777-;2. FASTEN TO TRACK WITH 1/4" ANCHOR BOLT, WASHER AND NUT IN EACH SLOTTED HOLDa,- 0 ABOVE GRADE NEMA 4X PANEL.� INDICATED. ALL FASTENING HARDWARE SHALL BE STAINLESS STEEL. 
NORTH HEAT TRACE SUPPORT ON TWO PRESSURE

<f) SOUTH°' � CABLE, TYP TREATED 4x4 LUMBER POSTS. POSTSw TRACK TRACK 
N (/) BURIED MIN 3'-0" BELOW GRADE.--� 
<f) 

f- ww 0
� HAND PROTECTOR SHROUD DETAIL PLAN VIEW POUR 4" THK CONCRETE PAD TO w "' 

<f) -
E501I Q_ 

SCALE: NONE DIMENSIONS SHOWN TO SUPPORT 
POWER CONNECTOR FOR HEAT TRACE� "' HEAT TRACE CONDUIT CONNECTION DETAIL

<( C AND HAND PROTECTOR SHROUD.
z 0 SCALE: NONE 
(.9 <U 
(l'. �00 
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